SCHOOL OF PLANNING AND ARCHITECTURE: NEW DELHI

4, Block – B, I.P. Estate, New Delhi – 110 002
Ref. No.: F.1-54/11-12/SPA(PSM)





              October 19, 2011
Date of opening: 28.10.2011 at 03:30 p.m.

NOTICE INVITING QUOTATION
Name of work:
SUPPLY, INSTALLATION, TESTING AND COMMISSIONING OF AUTOMATIC MAINS FAILURE PANEL FOR 50 KVA GEN. SET INSTALLED AT ARCHITECTURE COMPLEX, SPA, NEW DELHI (ESTIMATED COST: RS.97,210/-)

I am directed to invite item rates sealed quotations to undertake the work of “Supply, installation, testing and commissioning of Automatic Mains Failure Panel for 50 KVA Gen. Set installed at Architecture Complex, SPA, New Delhi.”  You are requested to quote rate of the above work in the enclosed schedule of work.


The rates quoted shall include all transportation of material, labour charges, material cost, all taxes etc.


The quotations should be submitted in a sealed cover superscribed “Quotation for Supply, installation, testing and commissioning of Automatic Mains Failure Panel for 50 KVA Gen. Set installed at Architecture Complex, SPA, New Delhi.”  All quotations must reach the undersigned on or before 28.10.2011 upto 02:00 p.m.  The quotations shall be opened on the same day at 03:30 p.m. in the Purchase, Store and Maintenance Section of the School.


The department reserves the rights to reject / accept any or all the quotations without assigning any reasons thereof.


Thanking you,

Yours faithfully,

Sd/-
(SUSHILA RANI)

ASSISTANT REGISTRAR
Encl.: Schedule of work

To,

_____________________________

_____________________________

_____________________________

SCHOOL OF PLANNING AND ARCHITECTURE: NEW DELHI

4, Block – B, I.P. Estate, New Delhi – 110 002
Ref. No.: F.1-54/11-12/SPA(PSM)





              October 19, 2011
Date of opening: 28.10.2011 at 03:30 p.m.

SCHEDULE OF WORK

Name of work:
SUPPLY, INSTALLATION, TESTING AND COMMISSIONING OF AUTOMATIC MAINS FAILURE PANEL FOR 50 KVA GEN. SET INSTALLED AT ARCHITECTURE COMPLEX, SPA, NEW DELHI (ESTIMATED COST: RS.97,210/-)

 (In Rupees)
	S.No.
	Description
	Qty
	Unit
	Rate
	Amount

	1
	Supply, installation, testing and commissioning of Automatic Mains Failure cubical type Panel (three phases) for 50/75KVA Gen set complete in all respect, at Architecture complex with the following specifications. The work includes transportations, loading &unloading charges and masonry civil work required to make existing plinth of AMF panel suitable to install the new AMF panel, required qty of cement and badarpur for the same will be of contractor at his own cost. Size of AMF panel will be 1400x800x500 mm (approximate) and be made from CRCA sheet 1.6mm thick and powder coated.

i) MCCB125Amp,4pole:o make L&T                   1no                       
ii) HRC fuse with base-                                         6nos

iii)Volt, Amp,HZ Analog Meter.                          3 no

iv)12 volt battery charger Automatic                1No.

 Make SUPERMO                                          

v) Annunciate (three window)                           I set

vi) DC Amp meter and volt meter

Of make AE                                                            1 set.

vii)150Ampcontactor3pole                                2 no

makeL&T                                                                                           viii)Relay 12 volt make YOI/OEN  -                    2 no

ix)Control MCB of 6TO16Amp -                        11no 

make Schneider

 x)CT  of suitable size make AE -                        3 no

xI)Overload relay  make L&T (D-Shine) -           1 no

xII)PUSH BUTTON                                                2 no

xIII) Indicating lamp                                             1 set

xiv) Volt, Amp selector switch of make L&T -   2 no

xv)AVR,  MVR,Timer &,ESR                                 I set

Xvi) Required Control wiring of size2.5 sqmm 

and TPN Aluminum  bus bar of adequate  

 size Switch                                                            1 set 
	1


	job
	
	

	
	Sub Total:
	
	
	
	


P.T.O.
… 2 …

	S.No.
	Description
	Qty
	Unit
	Rate
	Amount

	2.
	Dismentalling of existing old defective AMF panel  by disconnecting all terminated cable carefully avoiding damages to cable and other parts, and there after  handing over to SPA staff 
	1
	job
	
	

	3
	Supply laying, testing and commissioning of following sizes of PVC insulated aluminum conductor armored cable 1.1 KV grade on wall or in cable trench with fixing hardware etc as required.

a) 3.5Cx120 sqmm Aluminum
	12
	RM
	
	

	4
	Supply and making cable end termination with brass single compression glands for the following PVC insulated cable 1100volt grade including cost of crimping AL heavy duty lugs, compression glands insulation tape etc complete as required.

a) 3.5 c x120 sqmm. aluminum 
	2
	no
	
	

	5
	Dismentalling of existing 3c x35sqmm1.1kv grade armored PVC cable(approximately 10 meters) from LT panel to existing AMF panel  and handing over the same to SPA staff 
	1
	JOB
	
	

	6
	To provide earth connection (double) to AMF panel by extending from the existing earthling in the sub/stn cost of sockets and earth wire required will be provided by contractor free of cost.     
	2
	no
	
	

	7
	Providing of danger plate, and painting of name of feeder cables as required at site.
	1
	job
	
	

	Note: - All required switches/contactor /MCCB/Relay   and metering instruments should be of make of L&T, ABB, and TEKNIKA. YOI/OEN, SCHNIDER, LEGRAND, etc 
	
	
	
	

	
	Total
	


(Rupees ___________________________________________________________________ only)
Terms & Conditions:

· The work shall be completed within one (01) month from the date of issue of work order otherwise 1% penalty per day upto a maximum of 10% shall be imposed on gross amount of bill.

· 2% Income Tax will be deducted from the bill.

· The work will be carried out as per manufacture specification and entire satisfaction of Engineer-in-Charge.

    Sd/-
Seal, Signature, complete address &



     
               (M.P. SINGH)
Telephone nos. of the Contractor




     Consultant Engineer (Electrical)
